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Abstract. Ampacity techniques have been used by Distributor 
System Operators (DSO) and Transport System Operators (TSO) 
in order to increase the static rate of transport and distribution 
infrastructures, especially those who are used for the grid 
integration of renewable energy. In some cases, especially when 
the overhead lines are used to evacuate energy from wind farms, 
there is a direct correlation between the ampacity of the overhead 
lines and the active power produced by the wind farms. This 
papers analyses this correlation considering the most important 
weather parameters like wind, ambient temperature and solar 
irradiation. 
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1. Introduction 
 
From a general point of view, the ampacity of an overhead 
line is the maximum current that the line can carry 
depending on the weather conditions and the maximum 
conductor temperature. Ampacity computation can be 
performed using both IEEE and CIGRE. Furthermore, 
conductor temperature is monitored in order to know the 
status of the line in real time. In most of the cases, the 
measurement of the conductor and ambient temperature as 
well as the weather conditions is difficult to perform. In 
this paper the correlation between the weather conditions 
surrounding the overhead line and the active power 
generated by the wind farms near it is analysed. This 
methodology can be used as an approximate method when 
no other information is available. 
The correlation has been computed using the “Pearson 
product-moment correlation coefficient”. This parameter 
provides a measure of the strength and direction of the 
linear relationship between two variables. The Pearson’s 
r is a parameter between +1 and -1, where 1 is total 
positive correlation, 0 is no correlation and -1 is a 
negative correlation. The formula for r considering two 
variables  and  is: 
 
∑
∑ ∑
  (1) 
 
where  is the mean value of  and  is the mean value 
of . 
 
 
2. Ampacity 
 
In this research work, the algorithm used has been 
CIGRÉ. It is based on the following thermal balance in 
steady state: 
 
 
 
Pj+PM+Ps+Pi=Pc+Pr+Pw (2) 
 
where, 
 
Pj= Joule heating (W/m) 
PM= Magnetic heating (W/m) 
Ps= Solar heating (W/m) 
Pi= Corona heating (W/m) 
Pc= Convective cooling (W/m) 
Pr= Radiative cooling (W/m) 
Pw= Evaporative cooling (W/m) 
 
In a first approach, only Pj, Ps, Pc and Pr are taken into 
account. The ampacity can be computed as,  
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(3) 
 
where R(Tc) is the resistance of the conductor as a 
function of its temperature. 
 
3. Correlation between wind farms power 
generation and the RTTR of the line 
 
A wind farm can be considered as a generator facility in 
which the active power is directly related with the wind 
speed. This relation is not strictly linear and it is defined 
by means of the generator power curve. In this paper, the 
wind farms under study are aggregated according to their 
average distance to the line. Fig. 1 shows a map with the 
wind farms under study. The wind farms are chosen 
according their mean distance to the line.  
 
 
 
Fig. 1.Wind farms distribution according their capacity and 
average distance to the line under study. 
 
In the first part, it will be computed the correlation 
between all wind farms and the wind speed that is 
measured by the weather station that is placed on the 
overhead line. 
In the second part, the correlation between all the wind 
farms and the Real-Time Thermal Rating (RTTR) is 
computed considering several ranges of distances. 
 
Finally, the correlation between the three most important 
atmospheric parameters (wind speed, solar radiation and 
ambient temperature) is computed. 
 
Six wind farms have been taken into account in this study. 
The total wind power installed capacity is 213.47 MW. In 
all cases the distance is different and not greater than 45 
km. 
 
Fig. 2 shows a table with the installed capacity of the wind 
farms and the distance of each other to the center of the 
line. 
Table I summarizes the installed wind capacity and 
average distance of each wind farm. 
 
Table I. Wind farm interesting data. 
 Installed wind 
capacity [MW] 
Distance to the center 
of the line [km] 
Wind farm 1 41.40 5.7 
Wind farm 2 28.80 6.9 
Wind farm 5 48.43 15.8 
Wind farm 6 49.30 27.4 
Wind farm 7 22.77 38.4 
Wind farm 8 22.77 42.8 
 
4. Results 
 
Table II shows the correlation between the active power 
produced by all the wind farms. It can be seen from table 
II that there is a high degree of positive direct correlation 
between wind farms placed in the same area. In addition  
it is also possible to notice a negative correlation between 
wind farms 1 and 2 with the rest of the wind farms. 
 
Table II. Wind farms correlation table. 
 WF 1 WF 2 WF 5 WF 6 WF 7 WF 8 
WF 1 1      
WF 2 0.950 1     
WF 5 -0.581 -0.699 1    
WF 6 -0.725 -0.805 0.685 1   
WF 7 ‐0.460  ‐0.551  0.670  0.734  1   
WF 8 ‐0.523  ‐0.607  0.639  0.783  0.931  1 
 
 
It can be shown the same correlation through a scatter 
plot. Fig. 2 shows a scatter plot matrix where the main 
diagonal represents a bar histogram for each wind farm. 
The rest of the cells show the correlation between the 
active power produced by the wind farms using a color 
code. High correlation values (greater that 0.85) are 
shown in green. Moderate values (between 0.85 and 0.7) 
are plot in yellow. Finally, all the correlation with values 
that are less than 0.7 are represented in white color. 
 
 
 
Fig. 2.Matrix of scatter plot that shows the correlation between 
the active power produced by the wind farms. 
It can be seen the high correlation between wind farm 1 
with wind farm 2 and between wind farm 7 with wind 
farm 8. The correlation between wind farm 6 with wind 
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farm 7 and 8 is moderate and the rest of correlation values 
are lower than 0.75.  
 
Fig. 3 shows a scatter plot matrix where the main diagonal 
represents a bar histogram for the two variables, active 
power of all wind farms and the wind speed measured in 
the weather station placed in the overhead line. The two 
other cells show the correlation between the active power 
produced by the wind farms and the wind speed. 
 
 
 
Fig. 3. Matrix of scatter plot that shows the correlation between 
the power produced by all wind farms and the wind speed 
measured at weather station. 
 
Fig. 4 shows the previous correlation between active 
power and wind speed more clearly. 
 
 
 
Fig. 4. Linear fit of the active power of all wind farms and the 
wind speed measured at the weather station. 
 
It can be observed that there is not a high correlation 
between all active power produced by the wind farms and 
the wind speed measured by the weather station.  
 
Fig. 5 shows the correlation between the active power 
produced by a wind farm placed near (5.7 km) to the 
center of the overhead line and the wind measured in a 
weather station. 
 
 
 
Fig. 5. Linear fit of the active power of wind farm 1 and the 
wind speed measured at the weather station. 
 
The correlation between wind farm 1 and the wind speed 
measured in the weather station is negative.  
 
Fig. 6 shows the correlation between the active power 
produced by a wind farms placed a medium distance 
(15.8 km) to the center of the overhead line and the wind 
measured in a weather station. 
 
 
 
Fig. 6. Linear fit of the active power of wind farm 5 and the 
wind speed measured at the weather station. 
 
The correlation between wind farm 5 and the wind speed 
measured in the weather station is positive. 
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Finally, Fig. 7 shows the correlation between the active 
power produced by a wind farms placed at a large distance 
(42.8 km) to the center of the overhead line and the wind 
measured in a weather station. 
 
 
 
Fig. 7. Linear fit of the active power of wind farm 8 and the wind 
speed measured at the weather station. 
 
The correlation between wind farm 8 and the wind speed 
measured in the weather station is positive, but the degree 
of correlation is lower than the previous case. 
 
Fig. 8 shows the scatter plot of the ampacity vs active 
power produced by all the wind farms. There is a positive 
correlative between RTTR and the active power for all the 
wind farms, but the degree of correlation is not higher. The 
dependence between both variables can be fitted by means 
of a linear regression analysis. 
 
 
 
Fig. 8. Ampacity of an overhead line as a function of the active 
power produce by the wind farm facilities. 
 
Fig. 9 shows the scatter plot of the ampacity vs active 
power produced by the wind farms placed at less than 10 
km from the line. There is a negative correlative between 
RTTR and the active power for all the two farms (wind 
farm 1 and 2). 
 
 
 
Fig. 9. RTTR vs. P when wind farms placed a distance less than 
10 km from the line. 
 
Fig. 10 shows the scatter plot of the ampacity vs active 
power produced by the wind farms placed at a distance 
between 10 and 20 km from the line. There is a positive 
correlative between RTTR and the active power for the 
wind farm 5. 
 
 
 
 
Fig. 10. RTTR vs. P when wind farms placed a distance 
between 10 and 20 km from the line. 
Fig. 11 shows the scatter plot of the ampacity vs active 
power produced by the wind farms placed at a distance 
between 20 and 30 km from the line. There is a positive 
correlative between RTTR and the active power for the 
wind farm 6. 
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Fig. 11. RTTR vs. P when wind farms placed a distance between 
20 and 30 km from the line. 
 
Fig. 12 shows the scatter plot of the ampacity vs active 
power produced by the wind farms placed at a distance 
greater than 30 km from the line. There is a positive 
correlative between RTTR and the active power for the 
two wind farms (wind farm 7 and 8). 
 
 
 
 
Fig. 12. RTTR vs. P when wind farms placed a distance greater 
than 30 km from the line. 
 
Finally, Fig. 13 shows a scatter plot matrix where the main 
diagonal represents a bar histogram for three atmospheric 
variables, wind speed, solar irradiation and ambient 
temperature. All these variables are measured by the 
weather station. The rest of the cells represent the 
correlation between these variables. 
It is observed that there are a positive correlation between 
ambient temperature with wind speed and solar irradiation. 
The correlation between wind speed with solar irradiation 
is not clearly defined. 
 
 
Fig. 13. Matrix of scatter plot that shows the correlation 
between the atmospheric variables. 
 
5. Conclusions 
 
The correlation factor between the active power produced 
by a wind farm and the ampacity of the lines that are 
placed in the same geographical area shows a high degree 
of direct correlation. This correlation can be fit as a first-
order polynomial and the error distribution can be 
computed as a way to know the degree of confidence of 
this approach.  
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